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LUMINARY PLAN

LUMINAIRE SCHEDULE

Symbol Label Qty File Lumens LLF WattsCatalog Number Description Lamp

AA 2 LEDG_060_35

_4K_AS_2H_L

2.ies

Absolute 0.80 136.8

A 2 LEDG_060_35

_4K_AS_2H_L

2.ies

Absolute 0.80 68.4

B 1 LEDG_060_35

_4K_AS_2H_L

3.ies

Absolute 0.80 68.4

LEDG 060 35 4K

AS 2H L2

LEDGEND

10 X 6 4K LED ARRAY

Cree XP-G

LEDG 060 35 4K

AS 2H L2

LEDGEND

10 X 6 4K LED ARRAY

Cree XP-G

LEDG 060 35 4K

AS 2H L3

LEDGEND

10 X 6 4K LED ARRAY

Cree XP-G

STATISTICS

Description       Symbol Avg Max Min Max/Min Avg/Min

Parking & Drive 

Patio Area 

Property Line / Spill

0.9 fc 2.9 fc 0.1 fc 29.0:1 9.0:1

0.4 fc 0.9 fc 0.1 fc 9.0:1 4.0:1

0.0 fc 0.1 fc 0.0 fc N / A N / A

NOTES

 1.   Fixture effective mouting height 20' 

 2.   Results caluculated are expected levels at 88,000 hours operation ( 20 years)




